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WATERMAIND.I.P.

MEGA LUG 

VALVE BOX WILL BE
TYLER-UNION 6860-G SERIES
OR APPROVED EQUAL,
SCREW TYPE

VALVE BOX WILL BE SET 12" BELOW
PAVEMENT AND FLUSH (AT GRADE) IN
TURF AND SIDEWALK AREAS

VALVE BOX WILL BE SET TO HAVE 6"
ADJUSTMENT UP AND DOWN FROM
FINISHED GRADE

GATE VALVE ADAPTOR AS
MANUFACTURED BY ADAPTOR
INC., OR APPROVED EQUAL
(SEE INSET A)

VALVE SIZE DIMENSION
"A"

6" 10"
8" 14"

COVER WILL BE
MARKED "WATER"

GATE VALVE ADAPTOR
1

4" STEEL WITH
PROTECTIVE
COATING

1
2" RUBBER GASKET

INSTALLED BETWEEN
THE GATE VALVE AND
GATE VALVE ADAPTOR.
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INSTALLATION
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